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THERMOGRAPHIC REPORT #

Location: 

Notes: 

July 27, 20061

Ceiling above stair well

Attic heat seeping through recessed light and insulation poorly installed at light.



THERMOGRAPHIC REPORT #

Location: 

Notes: 

July 27, 20062

Wall north of stair well next to clock

Radiant heat from poorly installed insulation in attic.



THERMOGRAPHIC REPORT #

Location: 

Notes: 

July 27, 20063

Kitchen wall at stair well l

Radiant heat from poorly installed attic insulation



THERMOGRAPHIC REPORT #

Location: 

Notes: 

July 27, 20064

Recessed light in north ceiling of kitchen

Improper installation of insulation in attic. Check recessed light insulation cover



THERMOGRAPHIC REPORT #

Location: 

Notes: 

July 27, 20065

Ceiling over dining area

Insulation improperly installed at recessed light.



THERMOGRAPHIC REPORT #

Location: 

Notes: 

July 27, 20066

Octagon family room

Radiant heat from poorly installed insulation in attic.



THERMOGRAPHIC REPORT #

Location: 

Notes: 

July 27, 20067

Octagon family room at hanging fan base

Poorly installed insulation in attic.



THERMOGRAPHIC REPORT #

Location: 

Notes: 

July 27, 20068

Southwest wall in television room

Poorly installed insulation in attach.



THERMOGRAPHIC REPORT #

Location: 

Notes: 

July 27, 20069

Southeast wall in television room

Poorly installed insulation in attic sealing.



THERMOGRAPHIC REPORT #
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Notes: 

July 27, 200610

Attic access

Recommend insulation door , if 

possible.


